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MUAYENE VE DENEY RAPORU
TEST REPORT
Deneyi Talep Eden/Firma . HERA EGLENCE VE MIMARI AYDINLATMA
(Ady, Adresi,$ehir vb.) (HERA EGLENCE VE MIMARI AYDINLATMA: GULLUBAGLAR
Requesting/Customer MAH KAHRAMANLAR CAD NO:3-1 Pendik-ISTANBUL)
(Name Adress, City elc)
Deney Talep Tarihi/No : 18.02.2021 / 544887
Order Date / No
Numunenin Tanim 721805, LEOLINE SERISI LED URUNU (ALIMINYUM KASA), |, |-, -, 1.00 adet
(No,Cins, Marka, Tip, Tiir, Model vb.)
Sample DescriptioniNo. type.Model eic ) 721803, LEOLINE SERIES LED PRODUCT (ALUMINUM CASE),... 100 item
Numune Kabul Tarihi : 18.02.2021
Test ltem Receipt Date
Deneylerin Yapildigi Tarih ¢ 01.03.2021 - 17.03.2021
Date of Test
Uygulanan Standard / Metod : Tlgili standardlar miiteakip sayfalarda verilmistir.
Applied Standard/Method
The standards were given in the next pages.
Raporun Sayfa Sayis1 %2
Number of pages of the report
Aciklamalar 3
Remarks
Yukarida tammlanan numune igin laboratuvarimizda yapilan muayene ve deneylerden elde edilen sonuglar miiteakip sayfalarda
verilmistir.

The testing and /or measurement results are given on the following pages which are part of this report.

Numune miisteri tarafindan ahnnugtir, bu rapordaki sonuglar numunenin teslim alindifn hali igin gegerlidir. Bu rapor ozel deney talebine istinaden diizenlenmis
olup, Standartlara Uygunluk Belgesi niteliginde degildir. Partiyi temsil etmez, Piyasa Gozetim ve Denetim Faaliyetlerine esas olusturmaz, ilan, reklam ve
ihalelerde 6102 sayili Tirk Ticaret Kanunu'mun S54. ve 55. Maddelerinde yer alan haksiz rekabet hikiimlerine aykmnlik teskil edecek gekilde kullamilamaz, Soz
konusu hususlara aykirt hareket edilmesi halinde hukuki ve cezai agidan TSE sorumlu tutulamaz.

The sample was taken by the customer and the results in this report are valid for the status of the sample being received. This report has been prepared in
accordance with the request for special lesis and is not qualified as a Certificate of Conformity lo Standards. It does not represent the party, does not constitute
a basis for Market Survellance and Audit Activities, and cannol he used m announcement, advertisements and tenders in comradiction with the provisions of
unfair competition in Articles 54 and 55 of the Turkish Commercial Law No. 6102. TSE cannot be held responsible in case of violation of these issues in legal
and criminal terms.
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Bu rapor, hazulayan laboratvarin yazili izni olmadan kismen kopyalamp ¢ogalulamaz. [mzasiz ve mihirsiiz raporlar gegersizdic Bu rapor, sadece deneyi yapilan
numune igin gegerlidir ve “Uriin Belgesi” yerine gegmez
Thus test report shall not be reproduced other than w full except with the writlen permission of the laboratory. Tesi reports without signatyre and seal are not valid  Thes test report

represents only tested sample(s). and shall not be used as Product Certificate
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TSE BENEY VE KALIBRASYON MERKEZ] BASKANLIGI YAPI MALZEMELERI LABORATUVARI
HEADSHIP OF TSE TEST and CALIBRATION CENTER CONSTRUCTION MATERIALS LABORATORY

596468
‘ MUAYENE VE DENEY SONUGCLARI TEST RESULTS 03-21
Product Description LEOLINE SERIES LED PRODUCT {ALUMINUM CASE)
Frade Mark LEOLINE SERIES
No Method* Condition of sample before testind Condition of sample after testing Result

Checking whether the product
operates after 15 temperature
cycles, which consist of phases
keeping the temperature at+
80°C and -40°C for one minute
and transition between the
temperatures in 40 minutes (at a
speed of 3°C per minute),

Operating

Operating

* The fest method is described by the customer

Used Abbreviations

Meaning of Abbreviations

c This result complies with the stated conditions

NC This result does not comply with the stated conditions

NR This test is not requested

NA This test is natgipplicable for this sample.

X This test could not be done with the capability of the laboratory

ND This test is not javaluateﬁg-since declaration/conditions are not stated
EB

This test is not done due to the breakdown of the equipment
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